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                            Neutralizer Condensate Kits

JM-2 Replacement Instructions:

1. The neutralizer tube must be changed on a yearly basis for heating systems and domestic hot water systems.

2. Remove electrical power from the hot water heater.

3. Use rubber gloves, breathing mask, and eye protection at all times. Remove inlet and outlet piping and fittings from neutralizing tubes.

4. Remove tube from the plastic mounting brackets.

5. Clean “P” trap and drain piping

6. Use old fitting and connect to the new neutralizing tube. Reconnect piping and mount the tube on existing mounting bracket.

7. Insure that condensate flow is clear.

8. Recycle old PVC tube and drain out old limestone.
www.jjmboilerworks.com                413-527-1893

