February 25, 2008

                                               JJM BOILER WORKS

                                 NEUTRALIZER CONDENSATE TUBES

                                        “Filler Replacement Instructions”

Model JM-6, JM-10, JM-20, JM-30, JM-40, JM-50

1. The neutralizing tube must be changed on a yearly basis.

2. Remove power from the boiler, hot water heater, or furnace.

3. Remove inlet and outlet piping or tubing from the neutralizing tube. Rubber or plastic gloves and eye protection should be worn.

4. Remove the PVC plug from the tube.

5. Remove PVC tube from mounting clamps, discard old stone and rinse out the tube with fresh tap water.

6. Check and clear both pipes or tubing coming from the heating unit and discharging to the drain.

7. Fill tube with the new stone, pipe dope the plug and close the unit tight.

8. Reassemble the inlet and outlet piping and remount the tube to the clamps. 

9. Return power to the heating unit and check the tube for proper flow.

REPLCEMENT TUBES CAN BE PURCHASED THROUGH YOUR INSTALLING CONTRACTOR OR SERVICE TECHNICIAN.

www.jjmboilerworks.com  

